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BOYTE ‘ s,
VIEN l’ASlH R NHA TRANG j]a/armﬁi /\A
KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP ~ ="~ {7/
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH """ 10/IEC 17025:2017
Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
057/08/2024/HH-VS TEST REPORT 23/08/2024
Sb/No: 052/08/2024
Khach hang / Client :CONG TY €O PHAN CAP NUGC NINH THUAN
Bia chi 7Address : S6 14 T6 Hi¢u, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan
Loqi mdau / Type of sample : Nudc may
NGi 1dy mau / Place of sampling : Ho gia dinh Nguyén Ha - Thén La Vang, xa Quang Sdn, Ninh Son, Ninh
Thuan
M6 t& mau /Sample description : Mau dung trong 2 chai nhua 500 ml, 2 chai thay tinh 500 ml va 2 éng
nghiém 50 ml
Ngay I&y mau / Date of sampling :20/08/2024
Ngay nhan méu /Sample received on :20/08/2024
Ngay kiém nghiém / Sample tested.on : TU ngay 20/08/2024
Thai gian luu mau / Sample storage period : 10 ngay ké ti ngay tra két qua
Gidi han téi
S:;; / Tén chi tiéu / Parameter Phuong phdp kiém nghiém / Test method Ki;:ﬁf: / da ch(o.) phép
1  [Coliform téng 69 (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf?(CFuU/100ml) ISO 9308-1:2014 0 <1
3 |Asen®@ (mg/l) L SMEWW - 3125:2017 0,001 0,01
4 [Clo du@ (mg/I) Method HACH 1407799 0,6 02-1
5 |P6duc® (NTU) ~ SMEWW-2130.8:2017 0,1 2
6 |Mau®© (Pt/Co) e SMEWW - 2120 B:2023 <5 15
7 |Mui, vi© . TCVUN2653:1978 Niogcel, Khénged
mui, vila mui, vila
8 [pH@ SMEWW-4500 H*-B:2017 6,5 6-85
Ghi chu:

(a): Chi tiéu duge céng nhén phu hgp vai ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(*): Gidi han t6i da cho phép theo Quy chudn Ky thuat quéc gia vé chét lugng nude sach st dung cho muc dich sinh hoat
(QCVN 01-1:2018/BYT)

Nh@n xét: Cac chi tiéu dugc phan tich clia méu nudc frén day dat chét lugng nude sach st dung cho muc dich sinh hogat theo
QCVN 01-1:2018/BYT.

PHO TRUGNG KHOA PHU TRACH &L VIEN TRUGNG
DEPUTY HEAD OF DEPARTMENT WPIRECTQR -
/ PRO VYE'\' TRUQ!
/ ‘ :’/)“" g
A ~ A an ¥
Ho Viin Quoc Nguytn Thinh Bong
BM-TT-7.8

1 Két qua nay chi 6 gid tri dbi vOi méu duge kiém n;:hlv;,m/ This result is only valid on tested sample.

2.Khong duge trich sao mét phin hay toan b két qua nay néu khong c6 sy dong ¥ biing vin ban cuia Vién Pasteur Nha Trang
[This test report must not be u/um/mul partially or fully, without the written approval of Pasteur Institute in Nha Trang.

3 Thong tin ctia khach hang va mau do khich hang cung cp./ The sample information are written as client's request

0 6-8-10 Trin Pha, Nha Trang e 0258 3811856 - 077 384 32 38 @ WWW.ipn.org,vn @ labmoitruongipn@gmail.com
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KHOA SUC KHOE MOI TRUONG - BENH NG HE NGHIEP 3//// & VILAT1.0036

" DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ~in\"" 180/IEC 17025:2017
M& méau / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
056/08/2024/HH-VS TEST REPORT 23/08/2024
S6/No: 060/08/2024
Khach hang 7 Client :CONG TY CO PHAN CAP NUGC NINH THUAN
Dia chi /Address : 86 14 T6 Hi¢u, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cheam,
tinh Ninh Thuéan
Loqi mAu / Type of sample :Nude may
Noi I8y mau / Place of sampling : Ho gia dinh Nguyén Thij Tuyét - 113 Lé Dudin, TT Tan Sdn, Ninh Sdn, Ninh
Thudn
M6 t& mdau /Semple description : Mau dung trong 2 chai nhua 500 ml, 2 chai thay tinh 500 ml vé 2 éng
nghi¢m 50 ml
Ngay &y mau / Date of sampling :20/08/2024
Ngay nhan mau /Sample received on :20/08/2024
Ngay kiém nghiém /Sample festedon : TUngay 20/08/2024
Thai gian Iuu méau / Sample storage period. : 10 ngay ké tir ngay tra két qua
STT/ o el | et
No Tén chi tiéu / Parameter Phuong phap kiém nghiém / Test method Result da Ch:J.) phép
1 |Coliform téng s6©@ (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf?(CFu/100ml) IS0 9308-1:2014 0 <1
3 |Asen© (mg/l) , ; SMEWW - 3125:2017 0,001 0,01
4 |Clo du® (mg/l) oot Method HACH 1407799 07 02-1
5 [P duc® (NTU) L - SMEWW-21308:2017 <0,1 2
6  [Mau®@ (Pt/Co) S| . SMEWW-2120B:2023 <5 15
7 [Mui,vi© T Toun2es3ieTs Rongco | (Khongiea
mui, vila mui, vila
8 |pH@ SMEWW-4500 H*-B:2017 6,5 6-8,5
Ghi chu:

(0): Chi fiéu dugc coéng nhdn phu hgp vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(*): Gidi han 16i da cho phép theo Quy chudn Ky thugt qudc gia vé chét lugng nude sach st dung cho muc dich sinh hoat
(QCVYIN01-1:2018/BYT)

Nh@n xét: Cac chi tiéu duge phan tich cia méu nudc trén day dat chdt lugng nude sach st dung cho muc dich sinh hoat theo
QCVNO01-1:2018/BYT.
PHO TRUSNG KHOA PHU TRACH
DEPUTY HEAD OF DEPARTMENT

!
n

x \ A
A £ ¥ £ D "o
Hd Vin Québe Nguyn Thanh Pong
BM-TT-7.8
_
| KEt qua nay chi 6 gid tri doi voi mau duge kiém nghiém./ This result is only valid on tested sample.
) Khong duge trich sao mot phan hay toan bo két qua nay ncu khong co sy dnm y h\n; van ban cia Vign Pasteur Nln Irang
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha
I'hong tin cua khach hang va mau do khach hang cung cap./ The sample information are written as client's reques

‘ 6-8-10 Trén Phis, Nha Trang o 0258 3811856 - 077 384 32 38 @ WWW.ipn.org.vn Q labmoitruongipn@gmail.com
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KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP % // & VILAT 1.0036

DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH it SO/EC 170252017

Ma mdu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
055/08/2024/HH-VS TEST REPORT 23/08/2024
S6/No: 059/08/2024
Khach hang / Client :CONG TY €O PHAN CAP NUGC NINH THUAN
Dia chi 7Address :S6 14 T6 Higu, phudng Kinh Dinh, thanh phé Phan Rang - Thap Chéam,
tinh Ninh Thuan
Loqi mdu / Type of sample :Nudec may
Nai I&y mau / Place of sampling : VoI ddu ngudn & Nha mdy Tan Sdn - 02 Ly Tu Trong, khu phé 3, TT. Tan
San, Ninh San, Ninh Thuén
Mb t& mau / Sample description : M&u dung trong 2 chai nhua 500 ml, 2 chai thly tinh 500 ml va 2 éng
nghi¢m 50 ml
Ngay Iay mau / Date of sampling :20/08/2024
Ngay nhan mau / Sample received on :20/08/2024
Ngay kiém nghiém / Sample testedon : TUngay 20/08/2024

Thai gian Iuu mau / Sample storage period. : 10 ngay ké tr ngay tra két qua

Gidi han téi
STT/ : 3 Két qua/
No Tén chi tiéu / Parameter Phucng phap kiém nghiém / Test method Result da cho phép |
®
1 [Coliform téng s6@ (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf?(CFU/100ml) ISO 9308-1:2014 0 <1
3 |Asen®@ (mg/l) , : SMEWW - 3125:2017 0,001 0,01
4 |Clo du'@ (mg/) R Method HACH 1407799 0,8 02-1
5  |Poduc® (NTU) % % SMEWW-21308:2017 <0,1 2
6  [Mau® (Pt/Co) bt . SMEWW - 2120 B:2023 <5 15
7 IMai, vi© S TCVN2653:1978 e R
mui, vila mui, vila
8 |pH©@ SMEWW-4500 H*-B:2017 6,5 6-85

Ghi cha:

(0): Chi fiéu dugc cong nhan phu hgp vai ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(): Gidi han 6] da cho phép theo Quy chudn Ky thudt quéc gia vé chét lugng nude sach st dung cho muc dich sinh hoat
(QCYN01-1:2018/BYT)

Nhén xét: Cac chi fiéu duge phan tich cla méu nudc trén day dat chét Iugng nudc sach str dung cho muc dich sinh hoat theo
QCVNO01-1:2018/BYT,

PHO TRUGNG KHOA PHL TRACH
DEPUTY HEAD OF DEPARTMENT

TVIEN TRUSNG

Hb Vin Qube

Nguyén Th; ah I .«nnﬂ

BM-TT-7.8

_
1.K&t qua nay chi ¢ gia tr dbi véi mau duge kiém nghi¢m./ This result is only valid on tested sample.
) Khong duge trich sao mot phan hay toan by két qua nay néu khong co su dong y bi Aing viin ban cua Vign Pasteur Nha Trang

//1/ test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

I'hong tin cua khach hang va mau do khich hang cung cap./ The sample information are written as client's request




BOY TE 2
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\'ll}]N PASTEUR NHA TRANG ] \m
) P kbt T SRR e T AOSC
KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP ///; N VILAT 10036
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ~ ™"w\™"  ISO/IEC 17026:2017
Ma mdu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
054/08/2024/HH-VS TEST REPORT 23/08/2024

Sé/No: 058/08/2024

:CONG TY CO PHAN CAP NUGC NINH THUAN

: S6 14 T6 Hiéu, phusng Kinh Dinh, thanh phé Phan Rang — Thép Cham,
tinh Ninh Thuéan

:Nudc may

Khach hang / Client
Dia chi 7Address

Loqi mau / Type of sample

NGai I&dy m&u / Place of sampling : Ho gia dinh Trdn Quang Khang (diém cudi ngudn) - Thén Béc Nhon 1,

x& Nhan Sdn, huyén Ninh San, tinh Ninh Thuan

Mb t& mau / Sample description : M&u dung trong 2 chai nhya 500 ml, 2 chai thy tinh 500 ml va 2 éng

nghi¢m 50 ml
Ngay I&y mau / Date of sampling :20/08/2024
Ngay nhdn mau / Sample received on :20/08/2024
Ngay kiém nghiém / Sample testedion : TU ngay 20/08/2024
Thai gian Iuu mau / Sample storage period : 10 ngay ké tir ngay tra két qua
Gidi han t6i
STT Két
/ Tén chi tieu / Parameter Phuong phap kiém nghiém / Test method Stquér/ da cho phép
No Result ®
1 |Coliform téng 69 (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf®(CFu/100ml) ISO 9308-1:2014 0 <1
3 |Asen@ (mg/l) SMEWW - 3125:2017 0,001 0,01
4 |Clo du‘@ (mg/l) Method HACH 1407799 0,7 02-1
5 |Doduc® (NTU) SMEWW-2130B:2017 <0,1 2
6 |Mau@ (Pt/Co) SMEWW - 2120 B:2023 <5 15
™ Khong c¢ Khoéng cé
7 |Mui,vi© “S.__ TCVN2653:1978 ik SEeeo
mui, vila mui, vila
8 |pH@ SMEWW-4500 H*-B:2017 6,8 6-8,5
Ghi cha:

(a): Chi tiéu dugc cong nhén phu hgp voi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(%) Gidi han 161 da cho phép theo Quy chudn Ky thugt quéc gia vé chét lugng nude sach st dung cho muc dich sinh hoat
(QCYN 01-1:2018/BYT)
Nhgn xét: Cac chi tiéu duge phan tich cia méu nudc trén day dat chdt lugng nudc sach st dung cho myuc dich sinh hogt theo
QCVNO01-1:2018/BYT.
PHO TRUGNG KHOA PHU TRACH
DEPUTY HEAD OF DEPARTMENT

gy

Hb Vin Qube

Nguyen Thanh Pong

BM-TT-7.8

1.Két qua nay chi c6 gid trj dbi voi miu duge knun nglm,m / This result is only valid on tested sample.

2.Khong duge trich sao mot phan hay toan bo két qua nay néu khong c6 sw dong y bing viin ban ctia Vign Pasteur Nha Tre ng
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3. Thong tin cua khich hang va mau do khach hang cung cip./ The sample information are written as client's request

0 6-8-10 Trin Pha, Nha Trang o 0258 3811856 - 077 384 32 38 @ WWW.ipn.org,vn @ labmoitruongipn@gmail.com
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VILAT 1.0036

Dbt W ISO/IEC 17025:2017

Ma méau / Sample Code:
053/08/2024/HH-VS

PHIEU KET QUA KIEM NGHIEM

TEST REPORT
S6/No: 057/08/2024

Ngay / Date:
23/08/2024

Khach hang 7 Client
Dia chi 7Address

Loqi mdu / Type of sample

Nai l&y méau / Place of sampling
M6 t& mdu /Semple description

Ngay &y mau /Date of sampling
Ngay nhan mau / Sample received on
Ngay kiém nghiém / Sample festedion

Thai gian luu méu / Sample storage period

:CONG TY CO PHAN CAP NUGC NINH THUAN
: 86 14 T6 Hiéu, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,

tinh Ninh Thuén
:Nudc may

: Uy ban nhan dén xa Nhon Son (diém gitra nguén) - Thén Béc Nhan 3,
x@ Nhon Son, huyén Ninh Sdn, tinh Ninh Thuén

: Mau dung trong 2 chai nhua 500 ml, 2 chai thay tinh 500 ml va 2 éng

nghi¢m 50 ml

:20/08/2024

:20/08/2024

: TU ngay 20/08/2024

: 10 ngay ké ti ngay tré két qua

Gi6i han t6i
STT/ ’ ! Két qua / .
Tén chi tiéu / Parameter Phudng phap kiém nghiém / Test method da cho phép
No Result ®
1 [Coliform téng s69) (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf?(CFu/100ml) ISO 9308-1:2014 0 <1
3 |Asen®@ (mg/l) SMEWW - 3125:2017 0,001 0,01
4 [cClo du@ (mg/)) Method HACH 1407799 0,7 02-1
5 [P6duc® (NTU) SMEWW-2130B:2017 <0,1 2
6 [Mau© (Pt/Co) SMEWW - 2120 B:2023 <5 15
. Khéng co hé 5
7 M vi©@ © . TCUN2653:1978 RRYIeS H{imond €0
mui, vila mui, vila
8 |pH@ SMEWW-4500 H*-B:2017 6,8 6-8,5

Ghi chu:

(a): Chi tiéu dudc céng nhan phu hdp vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(*): Gidi han t6i da cho phép theo Quy chudn Ky thudt quéc gia vé chat lugng nudc sach st dung cho muc dich sinh hoat

(QCVN 01-1:2018/BYT)

Nh@n xét: Cac chi tiéu duge phan tich cia méu nudc trén day dat chdt lugng nudc sach st dung cho muc dich sinh hogt theo

QCVN01-1:2018/BYT.

PHO TRUBNG KHOA PHU TRACH
DEPUTY HEAD OF DEPARTMENT

&,

Hb Viin Qubc

BM-TT-7.8

Nguyén Th:

F e —

| Két qua nay chi c6 gié trj déi vOi mau duge kiém nghi¢m./ This result is only valid on tested sample.

2.Khong duge trich sao mét phan hay toan bo két qua nay néu khong c6 sy dong y bang van ban cua Vign Pasteur Nha Trang.
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3. Thong tin cua khach hang va méu do khéch hang cung cap./ The sample information are written as client's request.

o 6-8-10 Trdn Phi, Nha Trang @ 0258 3811856 - 077 384 32 38 @ WWW.ipn.org.vn @ labmoitruongipn@gmail.com




