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KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP %~ —~=  Hooc ™%

7,

NSOA" DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH """ SO/EC 170252017
Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
057/10/2024/HH-VS TEST REPORT 22/10/2024
SO/No: 099/10/2024

:CONG TY CO PHAN CAP NUGC NINH THUAN

: 86 14 T6 Hiéu, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan

:Nudc may

Khach hang / Client
Dia chi /Address

Loqi mau / Type of sample

: Uy ban nhan dén xa@ Nhdn Son (diém gitta nguén) - Thén Bac Nhon 3,
x@ Nhan Son, huyén Ninh San, tinh Ninh Thuéin

Nai Idy mau / Place of sampling

Mb t& mau / Sample description : Mau dung trong 2 chai nhya 500 ml, 2 chai thdy tinh 500 ml va 2 éng

nghi¢m 50 ml
Ngay Iay mau / Date of sampling 2 15/10/2024
Ngay nhan mau / Sample received on - :15/10/2024
Ngay kiém nghiém / Sample tested oh : TUngay 15/10/2024

Thai gian luu mau / Sample storage period. : 10 ngay ké ti ngay tra két qua

Gidi han t6i
STT/ i i A Két qua/ Z
Tén chi tiéu / Parameter Phuong phap kiém nghiém / Test method 2 da cho phép
No Result ©
1 |Coliform téng s6@ (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf(CFu/100ml) IS0 9308-1:2014 0 <1
3 |Asen@ (mg/l) SMEWW - 3125:2017 < 0,001 0,01
4 [Clo du®®(mg/l) Method HACH 1407799 0,7 02-1
5  [Poduc® (NTU) SMEWW-2130 B:2017 <0,1 2
6 [Mau© (Pt/Co) SMEWW - 2120 B:2023 <5 15
' Khé 5 Khé :
7 |Muai, vi© . TCVUN2653:1978 e P
mui, vila mui, vila
g8 |pH@ SMEWW-4500 H*'-B:2017 6,9 6-8,5
Ghi chu:

(a): Chi tiéu dudc céng nhdn phu hdp vai ISO/IEC 17025:2017/ Parameter is accrediled ISO/IEC 17025:2017

(*): Gidi han 16i da cho phép theo Quy chudn ky thudt dia phuong vé chdt lugng nudc sach st dung cho muc dich sinh hoat tinh
Ninh Thudn (QCBP 01:2022/NT)
Nh@n xét: Céc chi tiéu duge phan tich cla mdu nudc frén ddy dat chal lugng nudc sach st dung cho muc dich sinh hoat theo

QCPHP 01:2022/NT.
PHO TRUBNG KHOA PHY TRACH VIEN TRUSNG
DEPUTY HEAD OF DEPARTMENT V.DIRECTOR

o

A ~ A
HO Vian Quoce

BM-TT-7.8
——

| K&t qua nay chi ¢6 gid tri dbi véi mau duge kiém nghi¢m./ This result is only valid on tested sample.

2.Khong duge trich sao mot phin hay toan b két qua nay néu khong ¢ sy dong y bang van ban cua Vién Pasteur Nha Trang
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3. Thong tin cua khach hang va mau do khach hang cung cap./ The sample information are written as client's request
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O 6-8-10 Tran Phi, Nha Trang O 0258 3811856 - 077 384 32 38 @ WWW.ipn.org.vin g labmoitruongipn@gmail.com
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VIEN PASTEUR NHA TRANG

KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP ~
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH

7, //\\\ N VILAT
/”/v:hl\“ BO/EC 17025!?0?7

Ma mau / Sample Code:
058/10/2024/HH-VS

PHIEU KET QUA KIEM NGHIEM
TEST REPORT
SH/No: 100/10/2024

Ngay / Date:
22/10/2024

Khach hang 7 Client
Dia chi /Address

Loqi mau / Type of sample

Nai Idy mau / Place of sampling
M6 t& mau / Sample description

Ngay Iay mau / Date of sampling
Ngay nhan méu / Sample received on

Ngay kiém nghiém / Sample tested on

:CONGTY Cé PHAN CAP NUGC NINH THUAN
: S6 14 T6 Hiéu, phudng Kinh Dinh, thanh phé Phan Rang — Théap Cham,

tinh Ninh Thuan
:Nudc may

: Ho gia dinh Trdin Quang Khang (diém cudi nguén) - Thén Bac Nhon 1,
x@ Nhan Son, huyén Ninh Sdn, tinh Ninh Thuan

: M&u dung trong 2 chai nhya 500 ml, 2 chai thay tinh 500 ml va 2 éng

nghi¢m 50 ml

:15/10/2024

1 15/10/2024

:TUngay 15/10/2024

: 10 ngay keé ti ngay tra két qua

Thai gian luu méu / Sample storage period.

Gidi han t6i
SINY an chitia . 1 Két qua/
Tén chi tiéu / Parameter Phudng phap kiém nghiém / Test method 9 da cho phép
No Result ©
1 |Coliform téng s6(@ (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf(CFu/100ml) ISO 9308-1:2014 0 <1
3 |Asen@ (mg/l) SMEWW - 3125:2017 <0,001 0,01
4 |Clo du® (mg/l) Method HACH 1407799 0,6 02-1
5 Do ducl® (NTU) SMEWW-2130 B:2017 <0,1 2
6 |Mau© (Pt/Co) SMEWW - 2120 B:2023 <5 15
Khé 5 ho :
7 |Mai, vi© TCVN 2653:1978 gioieesr | Khong co
2 mui, vila mui, vila
8 |pH© SMEWW-4500 H*-B:2017 7.0 6-8,5
Ghi chu:

(a): Chi tiéu dudc cong nhdn phu hdp voi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017
(%) Gidi han 16i da cho phép theo Quy chudn ky thuit dia phuong vé chat lugng nudc sach st dung cho muc dich sinh hoat tinh

Ninh Thuan (QCHP 01:2022/NT)

Nh@n xét: Cdc chi fiéu duge phan lich ctia méu nude frén déy dat chat lugng nudc sach st dung cho muc dich sinh hoat theo

QCPP 01:2022/NT.

PHO TRUBNG KHOA PHUY TRACH
DEPUTY HEAD OF DEPARTMENT

A ~ A
Ho Vin Quoc

BM-TT-7.8

¥l VIEN TRUGNG
V. DIRECTOR

Y \PHO VIEN TRUON

uyén Thanh Dong

_

1K &t qua nay chi co gid tri dbi voi miu duge kiém nghi¢m. [ This result is only valid on tested sample.

2.Khong duge trich sao mot plmn hay toan b két qua nay néu khong cé sy donb y lnmg van ban cua Vién Pasteur Nha Trang
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3. Thong tin cta khich hang va mau do khich hang cung cap./ The sample information are written as client's request

0 6-8-10 Trn Pho, Nha Trang @ 0258 3811856 - 077 384 32 38 @ WWW.ipn.org.vn @ labmoitruongipn@gmail.com
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VIEN PASTEUR NHA TRANG Q//, m
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¥ KHOA SUC KHOE MOI TRUONG - BENH NGHE NGHIEP %~ 02
N~ DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ”’“'"“‘\ ISO/IEC 17025:2017

Ma mau / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
059/10/2024/HH-VS TEST REPORT 22/10/2024
S6/No: 101/10/2024
Khach hang / Client :CONG TY CO PHAN CAP NUGC NINH THUAN
Dia chi /Address 186 14 Té Hi¢u, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan
Loqi mau / Type of sample : Nudc may
Nai Idy mau / Place of sampling : Voi ddu ngudn & Nha may Tan Son - 02 Ly Tu Trong, khu phé 3, TT. Tan
San, Ninh Son, Ninh Thuén
Mb t& mau / Semple description : Mau dung trong 2 chai nhua 500 ml, 2 chai thdy tinh 500 ml va 2 éng
nghi¢m 50 ml
Ngay I&y mau / Date of sampling :15/10/2024=
Ngay nhan mau / Sample received on 1 15/10/2024
Ngay kiém nghiém / Sample fested on 1 TUngay 15/10/2024
Thai gian Iuu mau / Sample storage period. : 10 ngay ké tif ngay tra két qua
) o 9 | Két qué/ Gidi han t6i
No Tén chi tiéu / Parameter Phuong phdap kiem nghiém / Test method Result da ch(c.a) phép
1 |Coliform téng s6@ (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecolf®(CFu/100ml) ISO 9308-1:2014 0 <1
3 |Asen@ (mg/l) SMEWW - 3125:2017 ! <0,001 0,01
4 |Clo du® (mg/l) Method HACH 1407799 0,9 02-1
5 [P duc® (NTU) % SMEWW-2130 B:2017 <0,1 2
6 |Mau© (Pt/Co) %, SMEWW -2120 B:2023 <5 15
7 |Mai, vi© . TCVN 2653:1978 BBiTicaR khong co
i mui, vila mui, vila
8 pH(c) SMEWW-4500 H*-B:2017 &7/ 6-8,5
Ghi cht:

(a): Chi tiéu dugc cong nhan phu hgp vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(*): Gidi han 16i da cho phép theo Quy chudn ky thuit dia phuong vé chét lugng nudc sach st dung cho muc dich sinh hoat tinh
Ninh Thugn (QCPP 01:2022/NT)

Nh@n xét: Cac chi fiéu duge phan tich eda mau nude Irén day dat chal lugng nude sach st dung cho muc dich sinh hoat theo

QCPP 01:2022/NT.
PHO TRUGNG KHOA PHY TRACH (1. VIEN TRUGNG
DEPUTY HEAD OF DEPARTMENT V. DIRECTOR

PHO VIEN TRUONG

-

So

A ~ A
Ho6 Vin Quoc

VIEN
PASTEUI

1iyén Thanh Dong

BM-TT-7.8

1.Két qua nay chi ¢6 gié tri dbi véi mau duge klun nghi¢m./ This result is only valid on tested sample.
2.Khong dugc trich sao mot ])hdll hay toan b két qua nay néu khong c6 sy dnnb y hllnb viin bian cha Vién Pasteur Nha Trang
'This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3.Thong tin cua khach hang va mau do khach hang cung cap./ The sample information are written as client's request

@ 6-8-10 Tran Phu, Nha Trang e 0258 3811856 - 077 384 32 38 @ WWW.ipn,org.vn @ labmoitruongipn@gmail.com



BOYTE s\,
VIEN PASTEUR NHA TRANG — /\'
KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP %5 000 oo
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH ’/’”"'-"“\ ISO/IEC 17025:2017
Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
060/10/2024/HH-VS TEST REPORT 22/10/2024
S6/No: 102/10/2024
Khach hang / Client :CONG TY CO PHAN CAP NUGC NINH THUAN
Dia chi /Address :S6 14 T6 Hiéu, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan
Loqi mdu / Type of sample :NuSc may
Nai I&y mau / Place of sampling :Ho gia dinh Nguyén Thi Tuyét - 113 Lé Duén, TT Tan Son, Ninh Son, Ninh
Thuan
M6 ta mau / Sample description : M&u dung trong 2 chai nhua 500 ml, 2 chai thay tinh 500 ml va 2 éng
nghi¢m 50 ml
Ngay lay mau / Date of sampling :15/10/2024
Ngay nhan méau / Sample received on :15/10/2024
Ngay kiém nghiém / Sample tested.on :TUngay 15/10/2024
Thai gian Iuu mau / Sample storage period. = 10 ngay ké tuf ngay tra két qua
ol Gidi han t6i
s;g/ Ten chitieu / Parameter | Phudng phép kidm nghiém / Test method K::zl‘: " lda Sty
1 |Coliform téng s6@) (CFU/100ml) ISO 9308-1:2014 0 <3
2 |Ecol®(CFu/100ml) ISO 9308-1:2014 0 <1
3 |Asen@ (mg/l) : SMEWW - 3125:2017 <0,001 0,01
4 |Clo du® (mg/l) , Method HACH 1407799 0.9 0,2-1
5  [P6duc® (NTU) W SMEWW-2130 B:2017 <0,1 2
6 [Mau© (Pt/Co) : SMEWW - 2120 B:2023 <5 15
7 |Mui, vi©@ L TCUN 26531978 el hong ca
! mui, vila mui, vila
8 |pH© SMEWW-4500 H*-B:2017 6,7 6-8,5
Ghi cha:

(a): Chi tiéu duge cong nhan phu hop vdi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(): Gidi han 16 da cho phép theo Quy chudn ky thuit dia phuong vé chdt lugng nudc sach stz dung cho muc dich sinh hoat tinh
Ninh Thuan (QCPP 01:2022/NT)

Nhén xét: Cac chi tiéu duge phan fich cla méu nudc trén day dat chdt ludng nudce sach su dung cho muc dich sinh hoat theo
QCPP 01:2022/NT.

PHO TRUBNG KHOA PHL) TRACH \&.VIEN TRUBNG
DEPUTY HEAD OF DEPARTMENT V. DIRECTOR

/ PHO VIEN TRUONG

A w A
Ho Vin Quoc

Nguyen Thanh Ding

BM-TT-7.8

1.Két qua nay chi co gié trj dbi vai méu duge klun nghi¢m./ This result is only valid on tested sample.

2.Khong duge trich sao mdt phan hay toan by két qua nay n¢u khong cé sur dong y y bing viin ban cuia Vién Pasteur Nha Tr: ng
[This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang.
3.Thong tin cua khach hang va miu do khach hang cung cip./ The sample information are written as client's request

@ 6-8-10 Trin Phi, Nha Trang @ 0258 3811856 - 077 384 32 38 @ WWw.ipn.org.vn @ labmoitruongipn@gmail.com




BOY TE

VIEN PASTEUR NHA TRANG A
- AOSC

Na#?: KHOASUC KHOE MOI TRUONG - BENH NGHE NGHIEP 72— (0070
wnt  DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH /" 8O/IEC 17025:2017

Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
061/10/2024/HH-VS TEST REPORT 22/10/2024
So6/No: 103/10/2024
Khach hang / Client :CONG TY CO PHAN CAP NUGC NINH THUAN
Dia chi 7Address : 86 14 T6 Hi¢u, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan
Loqi mau / Type of sample :Nudc may
Nai Idy mdu / Place of sampling : Ho gia dinh Nguyén Ha - Thén La Vang, xa Quéng San, Ninh Son, Ninh
Thuan
M& t& mau /Semple description : Mau dung trong 2 chai nhya 500 ml, 2 chai thay tinh 500 ml va 2 éng
nghi¢m 50 ml
Ngay Idy mdau / Date of sampling 115/10/2024:
Ngay nhan méu /Sample receivedon i 15/10/2024

Ngay kiém nghiém / Somple festedon  : Tungay 15/10/2024

Thai gian Iuu mau / Sample storage period : 10 ngay Ké fir ngay tré két qua

Gidi han t6i
STT/ PR, L i ; A Két qua/ i
Tén chi tiéu / Parameter Phudng phdp kiém nghiém / Test method q da cho phép
No ¢ : Result )
1 [Coliform tng s6(@) (CFU/100ml) _1SO 9gosa’i 22014 i o <3
2 |Ecolf®(cFu/iooml) : ] ISO 9308-1:2014 , 0 <1
3 |Asen®@ (mg/l) i ¥ SMEWW - 3125:2017 ! <0,001 0,01
4 |Clo du® (mg/l) ! L (% Method HACH 1407799 0,8 0,2-1
5 [P6duc® (NTU) ¢ : e SMEWW—2130‘B;261 7a <0,1 2
6  [Mau® (Pt/Co) “ | . SMEWW-2120B:2023 <5 15
» t').\‘.;l = Kh ~ c A A
7 [Mai, vi@ S TCVNiZ5e"Ta7s QSO i Ehong co
= — mui, vila mui, vila
g8 |pH© SMEWW-4500 H'-B:2017 6,7 6-8,5
Ghi ch(:

(a); Chi tiéu duge cong nhan phu hgp vai ISO/IEC 17025:2017/ Parameler is accredited ISO/IEC 17025:2017

(*): Gidi han 16i da cho phép theo Quy chudn ky thudt dja phuong vé chat lugng nudce sach st dung cho muc dich sinh hoat tinh
Ninh Thuan (QCPP 01:2022/NT)
Nhén xét: Cac chi liéu dude phan lich eta méu nude frén day dat chdl ludng nude sach su dung cho muc dich sinh hoat theo

QCPP 01:2022/NT.
PHO TRUBNG KHOA PHL TRACH ¢T-VIEN TRUSNG
DEPUTY HEAD OF DEPARTMENT V.DIRECTOR

g PHO VIEN TRUONG
/ VIEN
PASTEUR

NHATRAN

A 4 A % N N
Ho Vin Qube LI Nguyén Thanh Dong

BM-TT-7.8

I.LKét qua nay chi ¢6 gid tri doi voi miu duge kiém nghi¢m./ This result is only valid on tested sample.

2. Khong duge trich sao mot phan hay toan by két qua nay néu khong c¢6 sir dong y bang van ban cua Vi¢n Pasteur Nha Trang.
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3. Thong tin cua khach hang va mau do khach hang cung cap./ The sample information are written as client's request

O 6-8-10 Trdn Phi, Nha Trang o 0258 3811856 - 077 384 32 38 @ www.ipn.org.vn @ labmoitruongipn@gmail .com




