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KHOA SUC KHOE MOI TRUONG — BENH NGHE NGHIEP Z==<°  [108C T
DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH " 180/EC 17025:2017

M& méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngay / Date:
036/06/2025/HH-VS TEST REPORT 20/06/2025
Sb/No: 058/06/2025
Khach hang / Client : CONG TY CO PHAN CAP NUGC NINH THUAN
Dia chi /Address : 86 14 T6 Higu, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuan
Loqi mau / Type of sample : Nudc may
Nai ldy mau / Place of sampling : Voi ddu nguén Nha may Phudc Dan - Quéc 16 1A, thi trdn Phudc Dan,
huyén Ninh Phudc, tinh Ninh Thuan
M6 t& mau / Sample description : Mau dung trong 1 chai nhya 500 ml, 2 chai thay tinh 250 ml va 1 éng
nghié¢m 50 ml
Ngay Idy mau / Date of sampling 1 13/06/2025
Ngay nhén mau / Sample received on : 13/06/2025 N = .
Ngay kiém nghiém /Sample testedon " :Tu ngay 13/06/2025
Thai gian Iuu mau / Sample storage period : 10 ngay ké tifngay tra két qua
036/06/2025
STT/ i R S henté
No Tén chi tieu / Parameter Phuong phap kiém nghiQm / Test method b resutt da ch(o.) phép
1 |Coliform téng s6'9 (CFU/100mL) (IS0 9308-1:2014) B o <3
2 |Ecolf(CFuU/100mL) (ISO 9308-1:2014) 0 <1
3 |Asen(mg/L) ' QTKN/HL/11 (SMEWW - 3125:2017) 0,001 0,01
4 |Clo du® (mg/L) : QTKN/HL/63 (Method HACH 1407799) 0,4 02-1
5  |Poduc (NTU) QTKN/HL/01 (SMEWW-2130 B:2017) <0, 2
6 |Mau® (Pt/Co) _ QTKN/HL/15 (SMEWW - 2120 B:2023) <5 j5
7 |Mai vi©  (TCVN'2653:1978) BUCRICON (S ihang e
mui, vila mui, vi la
g8 |pH© QTKN/HL/10 (SMEWW-4500 H+-B:2017) 6,6 6-85
Ghi chu:

(a): Chi tiéu dugc cong nhan phu hgp véi ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(*): Gidi han t6i da cho phép theo Quy chudn ky thugt dia phuong vé chdt lugng nude sach st dung cho muc dich sinh hoat tinh
Ninh Thuan (QCPP 01:2022/NT)

Nhén xét: Cac chi tiéu duge phan tich cla mau nudc trén déy dat chdt lugng nudc sach su dung cho muc dich sinh hoat theo
QCPHP 01:2022/NT.
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1.Két qua nay chi c6 gid trj dbi voi miu duge kiém nghi¢m./ This result is only valid on tested sample.

2. Khong duge trich sao mot phan hay toan bo két qua nay néu khong co sy dong y bing viin ban cua Vign Pasteur Nha Tre ing
This test report must not be u/ml(/mu/ partially or fully, without the written approval of Pasteur Institute in Nha Trang
3. Thong tin cua khach hang vi mau do khich hang cung cép./ The sample information are written as client's request

0 6-8-10 Trin Pht, Nha Trang 0 0258 3811856 - 077 384 32 38 @ WWW.ipn.org,vn @ labmoitruongipn@gmail.com
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DEPARTMENT OF ENVIRONMENTAL AND OCCUPATIONAL HEALTH """ |SO/IEC 17025:2017

Ma méu / Sample Code: PHIEU KET QUA KIEM NGHIEM Ngdy / Date:
037/06/2025/HH-VS TEST REPORT 20/06/2025
S6/No: 059/06/2025
Khach hang / Client : CONG TY €O PHAN CAP NUGC NINH THUAN
Dia chi /Address : 86 14 T6 Hiéu, phudng Kinh Dinh, thanh phé Phan Rang — Thap Cham,
tinh Ninh Thuén
Loqi mdu / Type of sample :Nudc may
Nai ldy mau / Place of sampling : H6 gia dinh Nguyén Van An - Khu phé 4, thi trén Phudc Dan, huyén Ninh
Phudc, tinh Ninh Thuan
Mbd t& mau / Semple description : Mau dung trong 1 chai nhya 500 ml, 2 chai thay tinh 250 ml va 1 éng
nghiém 50 ml
Ngay I8y mau / Date of sampling 1 13/06/2025

Ngay nhan mau / Sample received on : 13/06/2025 Sk
Ngay kiém nghiém /Sample testedon 4 :TU ngay 13/06/2025
Thai gian Iuu mau / Sample storage period. : 10 ngay ké ti ngay fra két qua

037/06/2025
: Gidi han t6i
STT/ ; i ) Két qua / =
Tén chi tiéu / Parameter Phudng phép kiém nghiém / Test method da cho phép
No ‘ . Result ®
1 |Coliform téng s6% (CFU/100mL) (IS0 9308-1:2014) Bl © <3
2 |Ecolf(CFU/100mL) | (IS0 9308-1:2014) o <1
3 |Asen® (mg/L) . QTKN/HL/11 (SMEWW - 3125:2017) 0,001 0,01
4 |Clo du@ (mg/L) ¥ QTKN/HL/63 (Method HACH 1407799) 0,4 02-1
5 [P duc® (NTU) : QTKN/HL/01 (SMEWW-2130 B:2017) <0,1 2
6 [Mau@ (Pt/Co) _QTKN/HL/15 (SMEWW - 2120 B:2023) <5 15
ey Khé 5 s 3
7 |Mai, vi©@ “(TCVN 2653:1978) RRSICON 1§ Khong c6
mui, vila mui, vila
8 |pH@ QTKN/HL/10 (SMEWW-4500 H+-B:2017) 6,7 6-8,5
|
| Ghi cha:

i (0): Chi tiéu duge cong nhéan phu hgp vai ISO/IEC 17025:2017/ Parameter is accredited ISO/IEC 17025:2017

(*): Gigi han t6i da cho phép theo Quy chudn ky thudt dia phuong vé chét Iugng nudc sach st dung cho muyc dich sinh hoat tinh
Ninh Thudn (QCPP 01:2022/NT)

Nhén xét: Céc chi tiéu dugdc phén tich cia méu nudc trén day dat chdt Iugng nudc sach su dung cho muc dich sinh hoat theo
|
|
|

QCPP 01:2022/NT.
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| Két qua nay chi c6 gid tri dbi v6i mu duge kiém nghiém./ This result is only valid on tested sample.

2.Khong duge trich sao mot phan hay toan b két qua nay néu khong c6 sy dong y bing viin ban cua Vién Pasteur Nha Trang
This test report must not be reproduced, partially or fully, without the written approval of Pasteur Institute in Nha Trang

3 Thong tin cua khach hang va méu do khach hang cung cép./ The sample information are written as client's request

0 6-8-10 Trin Pho, Nha Trang ° 0258 3811856 - 077 384 32 38 @ WWW.ipn.org.vn @ labmoitruongipn@gmail.com




